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SAMPLE 
DATE SAMPLE

PARAMETER 
CODE AMOUNT

GCWW COMMENTS/REVIEWS/ 
RECOMMENDATIONS

10/14/2016 STJ-SCHOOLLEVEL4-LSTAGEMENSRR-SINK Lead, PPB 1.16

Lead detected; less than 15ppb action level. 
Review 3Ts Guidelines to understand options 
to further reduce the risk of lead.

10/14/2016 STJ-SCHOOLLEVEL4-RSTAGEWOMENSRR-SINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL4-RSTAIRWELL-UTILITYSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL3-HALLWAY-DF Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL3-NURSEOFFICERR-SINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL2-HALLWAY-DF Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL2-GIRLSRR-LSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL2-GIRLSRR-MSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL2-GIRLSRR-RSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL2-BOYSRR-LSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL2-BOYSRR-RSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL1-HALLWAY-DF Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL1-GIRLSRR-LSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL1-GIRLSRR-MSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL1-GIRLSRR-RSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL1-BOYSRR-LSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLLEVEL1-BOYSRR-RSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLTUNNEL-GIRLSRR-LSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLTUNNEL-GIRLSRR-RSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLTUNNEL-BOYSRR-LSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLTUNNEL-BOYSRR-RSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLCAFE-KITCHENWASH-LSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLCAFE-KITCHENWASH-RSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLCAFE-KITCHEN-HANDSINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-SCHOOLCAFE-MULTIPURPRM-SINK Lead, PPB <1 Less than detection level

ST. JOSEPH SCHOOL AND CHURCH - Lead Testing Results
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ST. JOSEPH SCHOOL AND CHURCH - Lead Testing Results

10/14/2016 STJ-RECTORYFL1-RR-SINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-RECTORYFL1-KITCHEN-SINK Lead, PPB <1 Less than detection level
10/14/2016 STJ-RECTORY-FRONTEXTERIOR-HB Lead, PPB <1 Less than detection level
10/14/2016 STJ-CHURCH-FELLOWSHIPRR-SINK Lead, PPB <1 Less than detection level

10/14/2016 STJ-CHURCH-SACRISTY-SINK Lead, PPB 4.12
Lead detected; less than 15ppb action level. 
Review 3Ts Guidelines to understand options 
to further reduce the risk of lead.

10/14/2016 STJ-CHURCH-GARAGE-HB Lead, PPB 1.58
Lead detected; less than 15ppb action level. 
Review 3Ts Guidelines to understand options 
to further reduce the risk of lead.

10/14/2016 STJ-CONVENTFL1-KITCHEN-SINK Lead, PPB 2.89
Lead detected; less than 15ppb action level. 
Review 3Ts Guidelines to understand options 
to further reduce the risk of lead.

10/14/2016 STJ-CONVENTFL1-WOMENSRR-SINK Lead, PPB 11

Lead detected; less than 15ppb action level.  
Although not above the action level, work 
swiftly to reduce lead levels at this location. 
Consider flushing water before use.  Review 
3Ts Guidelines to understand options to 
further reduce the risk of lead.

10/14/2016 STJ-CONVENTFL1-MENSRR-SINK Lead, PPB 3.03
Lead detected; less than 15ppb action level. 
Review 3Ts Guidelines to understand options 
to further reduce the risk of lead.

10/14/2016 STJ-CONVENTFL2-WOMENSRR-LSINK Lead, PPB 4.18
Lead detected; less than 15ppb action level. 
Review 3Ts Guidelines to understand options 
to further reduce the risk of lead.



Nov. 3 2016

Greater Cincinnati Water Works - Enhanced Lead Program- Understanding Water Quality within Schools 3

SAMPLE 
DATE SAMPLE

PARAMETER 
CODE AMOUNT

GCWW COMMENTS/REVIEWS/ 
RECOMMENDATIONS

ST. JOSEPH SCHOOL AND CHURCH - Lead Testing Results

10/14/2016 STJ-CONVENTFL2-WOMENSRR-RSINK Lead, PPB 15

At the 15ppb federal action level.  Until a 
defined remediation plan is created, 
immediately remove from service (tag out of 
service and/or disconnect the water supply to 
this location).  

10/14/2016 SRJ-CONVENTFL2-MENSRR-SINK Lead, PPB <1 Less than detection level

10/14/2016 STJ-CONVENTFL3-UNIRR-SINK Lead, PPB 6.91
Lead detected; less than 15ppb action level. 
Review 3Ts Guidelines to understand options 
to further reduce the risk of lead.

10/14/2016 STJ-CONVENT-FRONTEXTERIOR-HB Lead, PPB 17.6

Above 15ppb federal action level.  Until a 
defined remediation plan is created, 
immediately remove from service (tag out of 
service and/or disconnect the water supply to 
this location).  

10/14/2016 STJ-CONVENT-BASEMENTPANTRY-SINK Lead, PPB <1 Less than detection level
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